
001
002

EXISTING BUILDING PATIO

003

EXISTING CONSTRUCTION TO BE DEMOLISHED

AREA N.I.C.

EXISTING MILLWORK TO BE DEMOLISHED

KEY NOTESSHEET NOTESDEMOLITION LEGEND

ANNOTATIONS AND DEFINITIONS
D - DENOTES DEMOLITION
E - DENOTES EXISTING TO REMAIN

EXISTING CONSTRUCTION TO REMAIN

EXISTING 1HR FIRE RESISTANT RATED PARTITION TO REMAIN

EXISTING 2HR FIRE RESISTANT RATED PARTITION TO REMAIN

1. SEE AN-SHEET SERIES FOR ADDITIONAL NOTES AND ABBREVIATIONS.

2. ALL EXISTING WORK TO REMAIN UNLESS OTHERWISE NOTED.

3. WHERE EXISTING CERAMIC TILE, FABRIC OR VINYL WALL COVERING IS SCHEDULED TO BE   REMOVED, AND THE GYPSUM BOARD PAPER IS 
DAMAGED IN THE PROCESS, REMOVE EXISTING LAYER OF GYPSUM BOARD TO EXPOSE EXISTING METAL STUD FRAMING. PROVIDE NEW 
GYPSUM BOARD TO MATCH EXISTING, AND AT RATED ASSEMBLIES, PROTECT AND MAINTAIN EXISTING UL COMPONENTS AS REQUIRED TO 
RETAIN UL RATING.

4. PROTECT WORK AREA INCLUDING NEW AND EXISTING MATERIALS AND FINISHES FROM DAMAGE WHICH MAY OCCUR FROM 
CONSTRUCTION, DEMOLITION, DUST, WATER, ETC. PROVIDE AND MAINTAIN TEMPORARY BARRICADES, CLOSURE WALLS, AS REQUIRED TO 
PROTECT THE PUBLIC AND BUILDING OCCUPANTS DURING CONSTRUCTION.  DAMAGE TO NEW AND EXISTING STRUCTURES, EQUIPMENT, 
MATERIALS AND FINISHES SHALL BE REPAIRED OR REPLACED TO THE SATISFACTION OF THE OWNER AT THE SOLE EXPENSE OF THE 
CONTRACTOR. 

5. [ADDITIONAL REMOVAL WORK FILED UNDER A SEPARATE APPLICATION.]

6. REMOVE EXISTING FINISH MATERIALS (INCLUDING WALLCOVERING, FLOOR FINISHES,  WALL BASE, ETC) THROUGHOUT, U.O.N. PREPARE 
SURFACES FOR NEW FINISHES.

7. REMOVE DOORS, FRAMES, AND HARDWARE AS NOTED AND SAVE FOR REINSTALLATION U.O.N.

8. REMOVE DEMOUNTABLE PARTITIONS AS NOTED AND SAVE FOR REINSTALLATION U.O.N.

9. REMOVE AND DISCARD ALL FLOOR FINISHES AND WALL BASE AS WELL AS FLASH PATCH, MASTIC AND ADHESIVES DOWN TO THE 
STRUCTURAL CONCRETE FLOOR SLAB AND PREPARE FOR NEW FINISHES.

10. REMOVE ALL EXISTING MATERIALS CREATING UNEVEN, OUT OF TOLERANCE SUBSTRATE INCLUDING BUT NOT LIMITED TO FASTENERS, 
COVER PLATES, RESILIENT FLOORING, CARPET PAD, ETC.

11. REMOVE ALL CABINETRY, SIGNAGE, CORNER GUARDS, SHELVING, EQUIPMENT, EXPOSED BLOCKING, WALL MOUNTED ACCESSORIES.

12. ALL LIFE SAFETY DEVICES SHALL REMAIN ACTIVE DURING DEMOLITION AND CONSTRUCTION.

13. REMOVAL ALL EXISTING EMT. VERIFY EMT IS EMPTY AND THAT NO CALBING WITHIN IT IS BEING USED AT BUILDING. 

14. REMOVAL EXISTIGN CABLE TRAYS AT CEILING/DECK. 
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NO. DESCRIPTION

001 DEMO GYP CEILING SURROUND AT SKYLIGHT. PATCH AND REPAIR CEILING TO ACCOMMODATE NEW GYPSUM
BOARD INFILL.

002 EXISTING CEILING AT HIGHEST POINT TO REMAIN. PATCH AND REPAIR AS REQUIRED WHERE DEMOLITION
OCCURS ADJACENT CEILING.

003 SAW CUT FOR PLUMBING FIXTURE REFER TO PARTITION PLAN.

TRUE 
NORTH

PLAN 
NORTH

1 1 ISSUE FOR BID & PERMIT 12.03.18

10 10 Bulletin #1 04.03.19

13 13 Bulletin #4 08.02.19
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FLOOR TO CEILING WINDOW

PARTIAL HEIGHT WINDOW (WITH SILL) 

DOOR TAG (DOOR NUMBER BASED ON ROOM NUMBER 
WITH ALPHA SUFFIX IF MULTIPLE)

1

EXISTING CONSTRUCTION TO REMAIN

NEW 1HR FIRE RESISTANT RATED PARTITION

NEW 2HR FIRE RESISTANT RATED PARTITION

NEW CONSTRUCTION

AREA N.I.C.

NEW MILLWORK WITH OVERHEAD CABINETS

FIRE EXTINGUISHER FIRE EXTINGUISHER CABINETFE FEC

+42" - INDICATES MOUNTING HEIGHT A.F.F. 

PARTITION SCHEDULE

FIRE PROTECTION RISER CABINETFPR

10
47

A

B01 A

1. SEE AN-SHEET SERIES FOR ADDITIONAL NOTES AND ABBREVIATIONS.
2. PARTITIONS DIMENSIONED TO FINISH FACE U.O.N. DO NOT ADJUST DIMENSIONS INDICATED AS “CLEAR” WITHOUT WRITTEN DIRECTION 

FROM ARCHITECT. DRAWINGS SHALL NOT BE SCALED. VERIFY ALL DIMENSIONS AND EXISTING AS BUILT FIELD CONDITIONS, 
INCLUDING FIELD MEASUREMENTS PRIOR TO START OF WORK, NOTIFY ARCHITECT WHERE DISCREPANCIES OCCUR. 

3. USE TYPE "X" GWB ON FIRE RATED PARTITIONS.
4. ALL GLAZING PANELS TO BE EEQUALLY SPACED BUTT JOINT GLASS. GC TO SEAL JOINT AND ENSURE THAT NO GLAZING PANEL TO 

EXCEED 4'-0". VERIFY ALL GLAZING IN FIELD PRIOR TO INSTALLATION.
5. PROVIDE INSULATION FULL DEPTH OF STUD OF A TYPE AND IN LOCATIONS INDICATED IN THE PLAN.  INSULATION AT RATED PARTITIONS 

TO BE NON-COMBUSTABLE, MINERAL WOOL OR EQUIVALENT APPROVED IN THE PROJECT JURISDICTION.
6. USE CEMENTITIOUS BACKER BOARD ('DUROCK') OR EQUAL AT PARTITIONS SCHEDULED TO RECEIVE CERAMIC TILE (U.O.N.).  SEE FINISH 

PLAN FOR LOCATION OF TILE.
7. SEE A-8 DETAIL SHEET SERIES FOR TYPICAL PARTITION DETAILS, EXTENTS OF FRAMING AND FINISHES.
8. WHERE FURRED PARTITIONS EXCEED MAXIMUM HEIGHT, BRACE TO ADJACENT STRUCTURE. SEE A-8 DETAIL SHEET SERIES.
9. FIRE SAFE PENETRATIONS AT FIRE RESISTANT RATED PARTITIONS PER APPLICABLE UL ASSEMBLY.  SEE A8 SHEET SERIES FOR DETAILS.
10. MAINTAIN INTEGRITY OF EXISTING FIRE RESISTANT RATED ASSEMBLIES FOR ALL PENETRATIONS.
11. PROVIDE BLOCKING AS REQUIRED AT LOCATIONS INCLUDING, BUT NOT LIMITED TO: GRAB BARS, SHELVING, OVERHEAD CABINETS, 

SIGNAGE, TOILET ROOM ACCESSORIES, WALL MOUNT. EQUIPMENT, ETC.
12. REFER TO A-2 SHEET SERIES FOR POWER & SIGNAL DEVICE LOCATIONS. 
13. PROVIDE LEVEL 4 FINISH U.O.N. PROVIDE LEVEL 5 FINISH AT ALL PARTITIONS TO RECEIVE WALL COVERING. REFER TO FINISH PLANS 

FOR LOCATIONS AND ADDITIONAL INFORMATION.
14. LARGE SCALE DRAWINGS TAKE PRECEDENCE OVER SMALL SCALE DRAWINGS. DETAILS TAKE PRECEDENCE OVERALL, NOTIFY 

ARCHITECT IN WRITING WHERE DISCREPANCIES OCCUR. 
15. ALL EXPOSED OUTSIDE GYPSUM BOARD CORNERS SHALL HAVE A CONTINUOUS METAL CORNER BEAD.
16. DIMENSIONS TAKEN FROM PERIMETER EXTERIOR WINDOW WALL ARE TAKEN FROM THE INSIDE FACE OF THE VERTICAL MULLION. 

DIMENSIONS MARKED VERIFY IN FIELD, SHALL BE VERIFIED PRIOR TO START OF WORK UNLESS OTHERWISE NOTED.
17. CONTRACTOR SHALL COORDINATE WORK WITH HVAC, MECHANICAL, ELECTRICAL, PLUMBING, DESIGN BUILD FIRE PROTECTION AND 

STRUCTURAL DRAWINGS AND REPORT TO THE ARCHITECT DISCREPANCIES FOR CORRECTION AND ADJUSTMENT PRIOR TO START OF 
WORK. NO ALLOWANCE WILL BE MADE FOR INCREASED COST DUE TO THE CONTRACTOR’S LACK OF COORDINATION. 

18. PATCH FLOOR AND WALL AREAS DAMAGED DUE TO NEW CONSTRUCTION OR WHERE PENETRATIONS HAVE BEEN MADE FOR 
MECHANICAL, ELECTRICAL AND PLUMBING WORK. FIRESAFE AT UL RATED ASSEMBLIES CONSISTENT WITH EXISTING UL RATING.

19. WHERE EXISTING RATED ASSEMBLIES ARE SHOWN, CONTRACTOR IS REQUESTED TO FIELD VERIFY AS BUILT FIELD CONDITIONS TO 
CONFIRM RATINGS SHOWN. IF NON-COMPLIANT CONDITIONS ARE FOUND, DEMO AND REPLACE WITH NEW EQUIVALENT UL ASSEMBLY, 
OR REPORT FINDINGS TO OWNER/ARCHITECT IN WRITING WHO WILL PROVIDE WRITTEN DIRECTION.

20. PATCH AND REPAIR ALL EXISTING PARTITIONS AFTER DEMOLITION WHERE DAMAGE HAS OCCURRED AT UNPROTECTED LOCATIONS. 
PLEASE NOTE THAT DEMOLITION ACTIVITY MAY OCCUR BEYOND WORK LIMITS SHOWN ON DEMOLITION PLAN DUE TO CONCEALED 
CONDITIONS.

21. ALL LIGHT GAUGE COLD FORMED METAL FRAMING SHALL MEET OR EXCEED PROPERTIES SPECIFIED FOR THE CORRESPONDING 
MEMBER SIZE IN STEEL MANUFACTURERS ASSOCIATION [SSMA] PRODUCT TECHNICAL INFORMATION [ICC-ES REPORT NO. ER-4943P] 
AND SHALL COMPLY WITH APPLICABLE AMERICAN SOCIETY FOR TESTING AND MATERIALS, AMERICAN IRON AND STEEL INSTITUTE 
S100 AND SPECIFIED TRUE GAUGE FLAT STEEL MIL THICKNESS THAT ONLY TRUE GAUGE FLAT STEEL CAN SATISFY. USE OF "EFFECTIVE 
THICKNESS" COLD REDUCED AFTERMARKET EQUIVALENT PRODUCT (EQ) STUDS FURNISHED BY EQ STUD MANUFACTURERS, VENDORS 
OR SUPPLIERS ARE NOT PERMITTED WITHOUT EXCEPTION.

22. REQUIRED MARKING AND IDENTIFICATION OF PARTITIONS. WHERE THERE IS AN ACCESSIBLE CONCEALED FLOOR, FLOOR-CEILING OR 
ATTIC SPACE, FIRE WALLS, FIRE BARRIERS, FIRE PARTITIONS, SMOKE BARRIERS AND SMOKE PARTITIONS OR ANY OTHER WALL 
REQUIRED TO HAVE PROTECTED OPENINGS OR PENETRATIONS SHALL BE EFFECTIVELY AND PERMANENTLY IDENTIFIED WITH SIGNS OR 
STENCILING IN THE CONCEALED SPACE. SUCH IDENTIFICATION SHALL BE LOCATED WITHIN 15 FEET (4572 MM) OF THE END OF EACH 
WALL AND AT INTERVALS NOT EXCEEDING 30 FEET (9144 MM) MEASURED HORIZONTALLY ALONG THE WALL OR PARTITION AND 
INCLUDE LETTERING NOT LESS THAN 3 INCHES (76 MM) IN HEIGHT WITH A MINIMUM 3/8-INCH (9.5 MM) STROKE IN A CONTRASTING 
COLOR INCORPORATING THE SUGGESTED WORDING, “FIRE AND/OR SMOKE BARRIER — PROTECT ALL OPENINGS,” OR OTHER WORDING 
BASED ON LOCAL JURISDICTION. REFER TO PARTITION SCHEDULE, PLAN AND LEGEND TO IDENTIFY APPLICABLE PARTITIONS.

SHEET NOTES KEY NOTESPARTITION LEGEND

EXISTING 1HR FIRE RESISTANT RATED PARTITION

EXISTING 2HR FIRE RESISTANT RATED PARTITION

PARTITION TYPE (SEE PARTITION SCHEDULE)

GLAZING TYPE

INSULATION TYPE, WHERE OCCURS       TYPE:   DESCRIPTION:
NONE

  A ACOUSTIC
  T THERMAL
  M MINERAL WOOL

?

KEYNOTE

202.

TYPE: MINERAL WOOL INSULATION

A 1 1/2"
B 2"
C 2 1/2"
D 3 1/2"
E EXISTING INSULATION TO REMAIN (ANY TYPE)
F 6"

MINERAL WOOL THERMAL INSULATION
G 2 1/2" (R-8)
H 3 1/2" (R-9)
J 6 1/4" (R-18)

FIBERGLASS BATT ACOUSTICAL INSULATION 

K 1 1/2"
L 2"
M 2 1/2"
N 3 1/2"
P 6 1/4"

FIBERGLASS BATT THERMAL INSULATION 
R 2 1/2" (R-8)
S 3 1/2" (R-11)
T 6 1/4" (R-19)

INSULATION TYPES

NOTE: ALL WALLS TO BE FULL HEIGHT; B03-N, U.N.O. REFERENCE PARTITION SCHEDULE ABOVE.
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A-1.0
PARTITION PLAN

IA PARTITION SCHEDULE

TYPE
FIRE

RATING UL # DESCRIPTION SSMA #
STUD

SPACING (IN)
MAX

DEFLECTION MAX HT THICKNESS

B03 NR NR NON-RATED 3 5/8" METAL STUDS, FULL HEIGHT [SLAB-TO-SLAB] WITH ONE
LAYER 5/8" GYPBOARD EACH SIDE.

362S125-33 16 L/240 17' - 5" 4 7/8"

D03 NR NR 3 5/8" METAL STUDS WITH ONE LAYER 5/8" GYPBOARD EACH SIDE
(PARTITION TERMINATES AT UNDERSIDE OF CEILING).

362S125-33 16 L/240 17' - 5" 4 7/8"

F01 NR NR 7/8" METAL FURRING HAT CHANNELS WITH ONE LAYER 5/8" GYPBOARD ON
EXTERIOR.

087F125-33 16 L/240 1 1/2"

F06 NR NR 2 1/2" METAL STUD FURRING  WITH ONE LAYER 5/8" GYPBOARD ON EXTERIOR
(1/2" AIR SPACE BETWEEN STUD AND WALL).

250S125-33 16 L/240 12' - 0" 3 5/8"

F08 NR NR 3 5/8" METAL STUD FURRING  WITH ONE LAYER 5/8" GYPBOARD ON EXTERIOR
(1/2" AIR SPACE BETWEEN STUD AND WALL).

362S125-33 16 L/240 16' - 0" 4 3/4"

3/32" = 1'-0"
1

01 PARTITION PLAN

NO. DESCRIPTION

101 MILLWORK BY IDX. REFER TO ELEVATION. COORDINATE WITH IDX. PROVIDE BLOCKING AS REQUIRED.

102 IDX MILLWORK - DOCUMENT STATION 96 INCH. PROVIDE BLOCKING AS REQUIRED. PROVIDE 3/4" STRIPS OF PLYWOOD 30"
LONG TO INFILL STUDS.

103 IDX MILLWORK - REFRESH STATION 145 INCH. PROVIDE BLOCKING AS REQUIRED. PROVIDE 3/4" STRIPS OF PLYWOOD 30" LONG
TO INFILL STUDS.

104 FURR OUT WALL AROUND EXPOSED PIPES. COORDINATE ANY NECESSARY ACCESS PANELS WITH LANDLORD.

108 PROVIDE 1" PLY BACKING FOR WALL MOUNTED DISPLAY. VERIFY EACH LOCATION OF POWER/SIGNAL, V.I.F.

109 PROVIDE 4’ X 8’ FIRE RETARDANT TREATED PLYWOOD, 3/4” BUTT JOINTED AND PAINTED (P-6) AT 36” AFF WHERE INDICATED.
DO NOT PAINT OVER FIRE RETARDANT LABEL.

110 ALIGN PARTITION WITH EXISTING CONDITION.

111 EXISTING HARDWARE TO REMAIN. GC TO ENSURE HARDWARE IS IN WORKING ORDER.

113 ALIGN WALL WITH CENTERLINE OF MULLION. DO NOT SCREW WALL TO MULLION. REFER TO 2/A-8.0 FOR ADDITIONAL
INFORMATION.

114 REFER TO SHEET NOTE [4].

116 IDX MILLWORK 3.7.9 LARGE CREDENZA. CREDENZA TO BE CENTERED AT WALL. PROVIDE BLOCKING IN WALL AS REQUIRED.

117 IDX MILLWORK 3.7.8 SMALL CREDENZA. CREDENZA TO BE CENTERED AT WALL. PROVIDE BLOCKING IN WALL AS REQUIRED.

120 IDX MILLWORK - WRITING BOARD 3.7.13.1 PROVIDE BLOCKING AT WALL AS REQUIRED.

121 IDX MILLWORK - WRITING BOARD 3.7.13.2 PROVIDE BLOCKING AT WALL AS REQUIRED.

122 IDX FURNITURE - DIVIDER PLANTER - OPEN BACK 72IN.

123 PROVIDE BLOCKING FOR WALL MOUNTED SPEAKER. REFER TO RCP.

124 FURR OUT COLUMN MINIMAL DISTANCE.
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WALL MOUNTED DUPLEX OUTLET

WALL MOUNTED DEDICATED OUTLET

WALL MOUNTED QUAD OUTLET

WALL MOUNTED JUNCTION BOX

FLUSH FLOOR MOUNTED DATA OUTLET

WALL MOUNTED DATA OUTLET

WALL MOUNTED CARD READER

FLOOR MOUNTED QUAD OUTLET

AREA NOT IN CONTRACT

EQUIPMENT DESIGNATIONX

FURNITURE MOUNTED DUPLEX OUTLET

ANNOTATIONS AND DEFINITIONS

KEY NOTESSHEET NOTESPOWER & SIGNAL LEGENDEQUIPMENT SCHEDULE

FURNISH: SUPPLY AND DELIVER TO PROJECT SITE READY FOR UNLOADING, UNPACKING & INSTALLATION.
INSTALL: OPERATIONS ON PROJECT SITE INCL. UNLOADING, TEMP. STORING, UNPACKING, INSTALLING, ASSEMBLING, PLACING, ANCHORING, 

APPLYING, FINISHING, PROTECTING, CLEANING ETC.
PROVIDE: FURNISH AND INSTALL, COMPLETE READY FOR THE INTENDED USE.

D - DENOTES DEMOLITION
E - DENOTES EXISTING TO REMAIN
R - DENOTES RELOCATED

    GFI - DENOTES GROUND FAULT INTERRUPT
+42" - INDICATES MOUNTING HEIGHT A.F.F. 

1. SEE AN-SHEET SERIES FOR ADDITIONAL NOTES AND ABBREVIATIONS.
2. SEE ENGINEERING DRAWINGS FOR ADDITIONAL INFORMATION.
3. G.C. TO COORDINATE ALL FINAL FLOOR CORE LOCATIONS WITH FURNITURE VENDOR, OWNER AND ARCHITECT PRIOR TO START OF WORK. 

ALL FLOOR AND WALL CORING SHALL BE SCHEDULED DURING OFF HOURS UNLESS OTHERWISE ALLOWED BY OWNER. 
4. G.C. TO MAINTAIN EXISTING UL FIRE RATED ASSEMBLY FOR ALL PENETRATIONS.
5. ALL NEW COVER PLATES, STROBES, SWITCHES, AND PLUGS, ETC. TO BE WHITE AT PAINTED AND FABRIC WALL AREAS U.O.N. ALL COVER 

PLATES AT WOOD VENEER WALLS TO BE DARK BROWN U.O.N. REPLACE EXISTING COVER PLATES, PLUGS, SWITCHES, ETC. WITH NEW.  
SUBMIT COLOR SELECTION TO ARCHITECT PRIOR TO START OF WORK.

6. WHERE DEVICES ARE SHOWN BACK TO BACK, OFFSET AS REQUIRED TO COMPENSATE FOR BOX AND STUD DIMENSIONS.  USE CENTER 
POINT BETWEEN DEVICE LOCATIONS AS REFERENCE POINT FOR LOCATION DIMENSION U.O.N.

7. COORDINATE DEVICE LOCATIONS PRIOR TO START OF WORK INCLUDING, BUT NOT LIMITED TO,  THE FOLLOWING CONDITIONS SYSTEM 
FURNITURE LAYOUT, FREE STANDING AND BUILT-IN FURNITURE, MILLWORK , STRUCTURAL COLUMN LINES AT 'POKE-THROUGH' LOCATIONS 
&  FACE OF FINISH AT PARTITIONS AND FLOOR.  WHERE APPLICABLE CONDUCT PRE-INSTALLATION CONFERENCE.

8. WHERE 'WHIPS' ARE SCHEDULED FOR SYSTEM FURNITURE, PROVIDE COMPLETE CODE COMPLIANT INSTALLATION INCLUDING, BUT NOT 
LIMITED TO 'WHIP' MUST BE VISIBLE AND READILY ACCESSIBLE, SYSTEM FURNITURE 'WHIP' INSTALLATION, HOOK UP AND ACTIVATION 
SHALL COMPLY WITH LOCAL LABOR LAWS AND JURISDICTION REQUIREMENTS INCLUDING UL., LOCATE 'WHIP' OUTSIDE CLEAR ZONES 
REQUIRED FOR CIRCULATION, ADA ACCESSIBLE  ROUTES AND EXIT PATH.

9. FUTURE VENDOR SHALL COORDINATE FURNITURE INSTALLATION WITH POWER/SIGNAL DEVICE LOCATIONS.
10. PROVIDE 3” MINIMUM CLEAR BETWEEN FLOOR MONUMENTS AND PARTITION. 
11. PROVIDE NEMA RECEPTACLE TYPES BASED ON ELECTRICAL AND COMMUNICATION EQUIPMENT SPECIFICATIONS AS COORDINATED PRIOR 

TO START OF WORK
12. FOR DEDICATED OUTLETS AND RECEPTACLE MOUNTING HEIGHTS DESIGNED FOR SPECIAL EQUIPMENT, HEIGHT SHALL BE MEASURED FORM 

THE FINISHED FLOOR TO THE CENTERLINE OF THE OUTLET MOUNTED VERTICALLY, UNLESS NOTED OTHERWISE. RECEPTACLE, SWITCH AND 
OUTLET MOUNTING HEIGHT DIMENSIONS ARE MEASURED FROM FINISHED FLOOR TO OUTLET CENTERLINE MOUNTED VERTICALLY, UNLESS 
NOTED OTHERWISE.

13. PRIOR TO START OF WORK VERIFY AND COORDINATE ELECTRICAL BUS DUCT AND CONDUIT, RISER AND HORIZONTAL ROUTING, RUN 
LOCATIONS, CIRCUITING AND WIRING FOR NEW WORK TO VALIDATE REQUIRED CLEARANCES BASED ON AS-BUILT FIELD CONDITIONS. BRING 
CONFLICTS WHERE OCCUR  TO ARCHITECT’S ATTENTION. 

14. ALL ELECTRICAL WORK AND MATERIALS SHALL BE IN COMPLIANCE WITH THE CURRENT RULES AND REGULATIONS OF THE NATIONAL 
BOARD OF FIRE UNDERWRITERS, THE STATE FIRE MARSHALL, THE SAFETY ORDERS OF THE DIVISION OF INDUSTRIAL SAFETY, DEPARTMENT 
OF INDUSTRIAL RELATIONS AND APPLICABLE CODES. ALL EQUIPMENT SHALL BE UL LABELED. 

15. BUILDING SERVICES AND UTILITY DISRUPTIONS TO THE BUILDING, INCLUDING ADJACENT TENANTS IN MULTI-TENANT BUILDINGS ARE NOT 
PERMITTED DURING NORMAL BUSINESS HOURS. ALL FIRE / LIFE SAFETY SYSTEMS SHALL REMAIN OPERATIONAL DURING DEMOLITION AND 
CONSTRUCTION ACTIVITIES DURING NORMAL BUSINESS HOURS. FOR TEMPORARY DISRUPTIONS LIMITED TO THE AREA OR WORK, AFTER 
HOURS AS NEEDED TO COMPLETE THE WORK, SCHEDULE DAY AND TIME WITH OWNER IN ADVANCE, IN WRITING ON AN OVERTIME BASIS.  
REESTABLISH ALL BUILDING SERVICES AND UTILITIES AT CONCLUSION OF TEMPORARY SHUT OFF, AS SOON AS PRACTICAL. 

16. ALL WALL MOUNTED POWER AND DATA OUTLETS TO BE WHITE AND MOUNTED 15" AFF U.N.O.

FLUSH FLOOR MOUNTED HDMI OUTLET

WALL MOUNTED TELEPHONE/DATA OUTLET

WALL MOUNTED NEMA OUTLET REFER TO EQUIPMENT SCHEDULE AND/OR KEYNOTE

WALL MOUNTED AV OUTLET
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POWER AND SIGNAL

PLAN
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NO. DESCRIPTION

201 COORDINATE ALL CASEWORK POWER LOCATIONS WITH IDX PRIOR TO INSTALL.

202 COORDINATE ALL NEW FURNITURE POWER LOCATIONS WITH FURNITURE VENDOR PRIOR TO INSTALLATION.

203 SEE ELECTRICAL ENGINEERS DRAWINGS FOR POWER REQUIREMENTS IN THIS ROOM. SEE STRUCTURAL ENGINEER’S
DRAWINGS FOR RACK MOUNTING DETAIL AND CALCULATIONS.

204 WALL MOUNTED POWER/ DATA/ AV OUTLETS FOR WALL MOUNTED DISPLAY. COORDINATE WITH TENANT’S AV VENDOR FOR
SPECIFICATION AND EXACT LOCATION

205 PROVIDE FLOOR TO CEILING POWER POLE WITH (2) DUPLEX RECEPTACLES (EACH WITH A DEDICATED CIRCUIT). EACH DESK TO
RECEIVE (1) DUPLEX RECEPTACLE AND (1) DATA/COMM OUTLET SERVED FROM POWER POLE. REFER TO ELECTRICAL
ENGINEERS DRAWING E.201 FOR CIRCUITRY. "LEGRAND," #25DTC, COLOR: GREY. ELECTRICIAN IS TO DRILL (1), 1" DIAMETER
HOLES AND PLACE AT A RUBBER GROMMET. LV INSTALLER TO ROUTE THE CAT 6A CABLE WITH LENGTHS VARYING WITH ITS
DESTINATION. "MSC," PART 32828931.

206 PROVIDE 10" X 3" X 1/4" GROUND BUS BAR MOUNTED 90" AFF. GROUND BUS BAR MUST BE GROUNDED DIRECTLY TO CIRCUIT
PANEL OR SUB PANEL. COORDINATE WITH ELECTRICAL ENGINEER ON LOCATION.

207 PROVIDE 208V/30AMP RECEPTACLE NEMA L6-30R.

210 PROVIDE PLUGMOLD WHERE SHOWN. "LEGRAND" PLUGMOLD 2000 SERIES. GC TO ENSURE THAT PLUGMOLD FINISH
MATCHES WHERE INSTALLED.

3/32" = 1'-0"
1

01 POWER SIGNAL PLAN

.

MARK DESCRIPTION MANUFACTURER MODEL FU
R

N
IS

H
ED

IN
S

TA
LL

ED

N
IC COMMENTS

E1 UNDERCOUNTER REFRIGERATOR WITH CASTER KIT TRUE MANUFACTURING TUC-27-HC IDX GC PROVIDE NEMA 5-15P

E2 OPEN AIR COOLER DISPLAY TURBO AIR REFRIGERATOR MANUFACTURER TOM-30SW-N, COLOR: WHITE IDX GC WITH TOP DISPLAY: "TURBO AIR," TOMD-30-H, COLOR: WHITE
PROVIDE NEMA 5-15P

E3 COOLER DRAFT TRUE MANUFACTURING TDD-1-S-HC IDX GC QUANTITY:2 PROVIDE NEMA 5-15P

E4 ICE MAKER MANITOWOC/ARCTIC PURE UNF-0200A W/ AR-10000 WATER FILTER IDX GC PROVIDE WATERLINE AND WATER FILTRATION SYSTEM

E5 WARMING OVEN TURBO CHEF SOTA OVEN, SINGLE MAG IDX GC STORE AT CAFE STORAGE - PROVIDE NEMA 6-20P

E6 REGISTER - - ■ REMOVED FROM SCOPE - POWER TO REMAIN

E7 POUR STEADY WITH MARCO BOILER - - ■ REMOVED FROM SCOPE - POWER TO REMAIN

E8 BLENDER - - IDX GC

E9 UNDERCOUNTER FREEZER TRUE MANUFACTURING TUC-27F-HC IDX GC PROVIDE NEMA 5-15P

E10 DOUBLE DOOR REFRIGERATOR ARCTIC AIR AR 49 IDX GC PROVIDE NEMA 5-15P

E11 ESPRESSO GRINDER - - ■ REMOVED FROM SCOPE - POWER TO REMAIN

E12 MINI ESPRESSO GRINDER - - ■ REMOVED FROM SCOPE - POWER TO REMAIN

E13 BULK GRINDER- not used - - ■ REMOVED FROM SCOPE - POWER TO REMAIN

E14 TWIN COFFEE BREWER - - ■ REMOVED FROM SCOPE - POWER/PLUMBING TO REMAIN

E15 PITCHER RINSER ESPRESSO PARTS #EPPR662 IDX GC

E16 SINGLE DOOR FREEZER ARCTIC AIR AF 23 IDX GC

E17 UNDERCOUNTER DISHWASHER HOBART LXeR ADVANCESYS HOT IDX GC WITH POWER CORD

E18 MICROWAVE GE PROFILE GPEB9159SJSS IDX GC

E19 RINSE/WORK SINK W/FAUCET ADVANCE TABCO DBS-1-X IDX GC

E20 KITCHEN SINK & FAUCET ELKAY MANUFACTURING/AMERICAN
STANDARD

ELUHAD211555/4101.350 IDX GC

E21 WALL MOUNTED AUTOMATIC FOAM SOAP DISPENSER BOBRICK WASHROOM EQUIPMENT B-2013 IDX GC/IDX QUANTITY: 2, IDX INSTALLS AT CAFE, GC TO STORE AT CAFE
STORAGE

E22 RECESSED PAPER TOWEL DISPENSER BOBRICK WASHROOM EQUIPMENT B-359033 IDX GC/IDX QUANTITY:2 IDX INSTALLS AT CAFE, GC TO STORE AT CAFE
STORAGE. W "BOBRICK" MODEL: B-369-130 TOWEL PLATE

E23 UNDERCOUNTER DISHWASHER GE PROFILE GGDT225SSLSS IDX GC

E24 ICE MAKER HOSHIZAKI/EVERPURE AM-50BAE-AD/EV932460 IDX GC PROVIDE WATERLINE AND WATER FILTRATION SYSTEM

E25 METAL SHELVING RACK METAL SHELVING RACK - SPACES GC COORDINATE WITH CLIENT IN FIELD ON ASSEMBLE AND LOCATION;
LOCATION DETERMINED DURING PUNCH WALK

E26 KEY BOX - - SPACES GC EY BOXES PER PROVIDED INSTRUCTIONS PER NCO SET UP

E27 WePresent - WePresent 2000 COORDINATE WITH CLIENT AV VENDOR ON REQUIREMENTS

E28 TRASH CAN RUBBERMAID SLIM JIM 3540 GC GC

E29 SINGLE REFRIGERATOR GE GGSS25GSHSS IDX GC

E30 AUTOMATIC COFFEE BREWING SYSTEM KEURIG VKI ECCELENZA COFFEE VENDOR COFFEE VENDOR GC TO PROVIDE WATERLINE

E31 KNOCK BOX ESPRESSO PARTS #EPKB665B IDX GC
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3

33

ALIGN

ALIGN

WALL MOUNTED SINGLE LIGHT SWITCH

WALL MOUNTED 3-WAY SINGLE LIGHT SWITCH

TYP. CEILING GRID AND LIGHT FIXTURE

AREA N.I.C.

- INDICATES MOUNTING HEIGHT A.F.F.
- INDICATES USE FOR PROJECTION SCREEN
- INDICATES THREE WAY SWITCH

+80

PS

3

KEY NOTESSHEET NOTESRCP LEGEND

ANNOTATIONS AND DEFINITIONS
D - DENOTES DEMOLITION
E - DENOTES EXISTING TO REMAIN
R - DENOTES RELOCATED

FIXTURE SCHEDULE
1. SEE AN-SHEET SERIES FOR ADDITIONAL NOTES AND ABBREVIATIONS.
2. VERIFY AS-BUILT FIELD CONDITIONS AND LOCATIONS FOR EXISTING AND NEW PLUMBING, AUDIO VISUAL, HVAC DUCTWORK 

AND PIPING, STRUCTURAL FRAMING, ELECTRICAL BUS DUCT AND CONDUIT BANKS, ELECTRICAL PULL BOXES, FIRE 
PROTECTION LINES AND RELATED WORK TO DETERMINE AND COORDINATE BEST CEILING FRAMING, POINTS OF ACCESS AND 
CLEARANCES AS REQUIRED FOR NEW WORK. 

3. PROVIDE ACCESS PANELS WHERE REQUIRED IN GYP.BD. CEILING INCLUDING, BUT NOT LIMITED TO FIRE SMOKE DAMPERS, 
FIRE LIFE SAFETY J-BOXES, FAN COILS AND VAV BOXES PER MANUFACTURER'S WRITTEN RECOMMENDATIONS, CONDUIT BANK 
PULL BOXES AND CONTROL AND SHUTOFF VALVES.

4. UNLESS OTHERWISE SHOWN PROVIDE FLUSH DRYWALL TYPE ACCESS PANELS W/ CONCEALED FRAME AT ALL NON RATED 
LOCATIONS.

5. ALL CEILING MOUNTED ELECTRICAL DEVICES SHALL BEAR UL LABEL AND FREE OF DEFECTS.  
6. WHERE EXISTING ACOUSTICAL CEILING TILE IS SCHEDULED TO REMAIN, REPLACE DAMAGED ACOUSTICAL CEILING TILE WITH 

NEW TO MATCH EXISTING. IF PRODUCT IS NOT AVAILABLE FROM BUILDING INVENTORY ATTIC STOCK OR MANUFACTURER, 
NOTIFY ARCHITECT PRIOR TO START OF WORK. 

7. LIGHTING CONTROL COVER PLATES SHALL BE WHITE AT GYP BD CEILINGS, SOFFITS AND CEILING MOUNTED FABRIC WRAPPED 
PANEL LOCATIONS, UNLESS NOTED OTHERWISE. 

8. AT EXPOSED STRUCTURE AREAS IN STEEL BUILDINGS WITH EXPOSED SPRAY FIREPROOFING, PROVIDE PROTECTIVE 
OVERSPRAY AT SPRAY- FIREPROOFING TO PREVENT DUSTING WHERE PAINT IS SCHEDULED AT EXPOSED CONSTRUCTION 
PROVIDE PRIMER/SEALER UNDERCOAT PER MANUFACTURER'S WRITTEN RECOMMENDATIONS.

9. CONTRACTOR TO COORDINATE FIRE SPRINKLER AND FIRE ALARM DEVICE LOCATIONS WITH ARCHITECT PRIOR TO SUBMITTING 
FOR PERMIT. WHERE APPLICABLE CENTER SPRINKLER HEADS IN CEILING  PANEL/TILE. ALIGN SPEAKERS, SMOKE DETECTORS, 
MOTION SENSORS AND RELATED CEILING MOUNTED DEVICES WITH LIGHTING FIXTURE CENTERLINES AND CENTER OF CEILING 
PANEL/TILE. LOCATE HVAC DIFFUSERS IN GYP BD CEILINGS AS SHOW ON ARCHITECTURAL R.C.P.

10. LOCATE EXIT SIGNS VERTICALLY ABOVE THE FINISH FLOOR TO INSURE SIGHT LINES ARE NOT BLOCKED BY LIGHT FIXTURES, 
BEAMS, SOFFITS, DROPPED CEILINGS, DUCTWORK, CONDUIT BANKS, PIPING AND RELATED OVERHEAD WORK.

11. ALL CEILING HEIGHTS TO BE 9'-0" AFF U.NO.
12. CEILING IS OPEN TO DECK U.N.O. OPEN TO DECK CEILING TO BE PAINTED WHITE THROUGHOUT, [PT-6]. PROVIDE SAMPLE 

PRIOR TO APPLICATION. 
13. ALL DEVICE AND LIGHT SWITCH PLATES TO BE WHITE AND MOUNTED 48" AFF, U.N.O. 
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SUSPENDED WOOD VENEER CEILING
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I CERTIFY THAT THIS PLAN, SPECIFICATION 

OR REPORT WAS PREPARED BY ME OR 

UNDER MY DIRECT SUPERVISION, AND THAT 

I AM A DULY LICENSED ARCHITECT UNDER 

THE LAWS OF THE STATE OF TEXAS.

GARY L. GRIFFITH

TEXAS REG. NUMBER 11366
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REFLECTED CEILING

PLAN

DALLAS
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DALLAS,  TX   75201

TEL 214-740-1922   

©           INTERIOR ARCHITECTS, INC. A CALIFORNIA CORPORATION

ALL DRAWINGS AND WRITTEN MATERIAL  HEREIN CONSTITUTE  THE 

ORIGINAL AND UNPUBLISHED  WORK  OF  THE  ARCHITECT,  AND  THE  

SAME   MAY  NOT  BE DUPLICATED,  USED,  OR DISCLOSED  WITHOUT THE 

WRITTEN CONSENT OF THE ARCHITECT.

3/32" = 1'-0"
1

01 RCP

LIGHTING FIXTURE SCHEDULE

TYPE
MARK DESCRIPTION

MOUNTING HT
A.F.F (U.N.O) MANUFACTURER MODEL NOTES

A RECESSED LED 2X2 9'-0" LITHONIA LIGHTING 2BLT2-2X2 BLT-X-33L-ADPT-X-EZ1-LP835-NLTAIR2-RES7

B GENERAL PENDANT MOUNT LED 10'-0" SOLAIS XC5/XM24/40/35K/1850/SDL/WH/CB20

C LIGHTING TRACK WITH 15/16" X 5/8" ALUMINUM HOUSING 10'-0" SOLAIS / JUNO XD24/40/35K/1600/WH/H/J (HEAD) / T XFT WH WITH T21 WH (TRACK)

D RECESSED LINEAR REF. RCP FINELITE HP-4 R-4'-H-835-F-277V-SC-SF

F LINEAR PENDANT 7'-0" LIGHTART CASPER BEAM, 4"W X 4"H X 72"L, 3500K, WHITE CANOPY, DRESS PLATE & CORD

G DECORATIVE PENDANT 7'-0" FONTANA ARTE CHESHIRE UL4257N - OPAL SHADE, BLACK UPPER DIFFUSER, CANOPY AND STEM

H DECORATIVE PENDANT 7'-0" ARTEK A110 HAND GRENADE--BLACK PAINTED STEEL W/BLACK PLASTIC CABLE

J SURFACE-MOUNTED WALL SCONCE 4'-6" MARSET LED-GINGER A - HARDWIRE VERSION, WENGE

K RECESSED LED ROUND DOWNLIGHT REF. RCP JUNO TC22LED G4 14LM 35K 90CRI MVOLT EZ10 ZT BR WITH 27 HZWH

L RECESSED COVE FIXTURE REF. RCP OPTIC ARTS FLEX DC-IP40-35-24-44-[LENGTH], MTG. CHANNEL: CHW-S-2010 W/ FROSTED LENS

M ILLUMINATED EXIT SIGN 9'-0" EXITRONIX NY900U-WB-SR-WH-BA

N SUSPENDED LED LINEAR FIXTURE DECK FINELITE XX DENOTES LENGTH, REFER TO PLAN

O RECESSED LED ROUND DOWNLIGHT REF. RCP INTENSE LIGHTING SS4G3DRL2358/I100/IC430HZ-SF2

NO. DESCRIPTION

306 GENERAL LIGHTING TO BE TIED TO BUILDING MASTER SWITCHING.

307 PROVIDE GYPSUM BOARD CEILING AT THE HIGHEST POINT OF SKYLIGHT AT CORRIDOR. VERIFY HEIGHT OF SKYLIGHT AND EXACT
LOCATION IN FIELD.

308 PROVIDE POWER AND DATA FOR SECURITY CAMERA. "MERAKI" MODEL: MV12N-HW. CABLING CONTRACTOR TO PROVIDE LOW
VOLTAGE CABLING CAMERA. CONFIRM EXACT PLACEMENT WITH TENANT'S SECURITY VENDOR.

HP -2 D-XX-H-835-F-TBD-FA-SC-C1-OBO

TRUE 
NORTH

PLAN 
NORTH

“IA have placed speakers per Regus’ request but as this scope is not IA expertise we cannot be held responsible if the speakers 

do not perform as intended or desired. IA recommends Regus engage an Audio Video specialist to ensure proper placement, 

installation, and coverage.”

1 1 ISSUE FOR BID & PERMIT 12.03.18
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4 4 RFI #7 RESPONSE 01.28.19

6 6 RFI #9 RESPONSE 02.05.19

10 10 Bulletin #1 04.03.19

12 12 Bulletin #3 05.10.19

15 15 City Comment Response 08.28.19



ALIGN

1. SEE AN-SHEET SERIES FOR ADDITIONAL NOTES AND ABBREVIATIONS.
2. PROVIDE CEILING TILE TO BE ACT-1 THROUGHOUT U.N.O
3. PROVIDE PT-6 AND B-1 THROUGHOUT U.N.O
4. PROVIDE WT-1 THROUGHOUT U.N.O
5. PROVIDE CPT-1 AT ALL OFFICES U.N.O
6. GC TO INSTALL VINYL AT GLASS FRONTS. COORDIANTE WITH USSERY.

PT = PAINT
B = BASE
PL = PLASTIC LAMINATE
CPT = CARPET
WD = WOOD
ST = STONE
RF = RESIN FLOOR
LVT =LUXURY VINYL TILE

WT = WINDOW TREATMENT
FAB = FABRIC
WC = WALL COVERING
ACT = ACOUSTICAL CEILING TILE
CON = CONCRETE
LIN =LINOLEUM 

FT = FLOOR TRANSITION
T = TILE
G = GROUT
RF = RESILIENT FLOORING
GL = GLASS
MTL = METAL
SS       = SOLID SURFACE

PT-1
FINISH MATERIAL 

FLOOR FINISH TRANSITION

FLOOR FINISH DIRECTION

PATTERN START TILE 

ALIGNMENT GUIDE

AXONOMETRIC / PERSPECTIVE
VIEW REFERENCE

START TILE

1

A101

SHEET NOTES KEYNOTESFINISH SPECIFICATIONS

CPT-1 MANUFACTURER: INTERFACE
STYLE: HARMONIZE
COLOR NUMBER: 104044 PEWTER
SIZE: 25CM X 1CM
INSTALLATION: ASHLAR
LOCATION: OFFICES
CONTACT: KYLE REYNOLDS

608.863.3692
kyle.reynolds@interface.com

PT-1 MANUFACTURER: SHERWIN WILLIAMS OR EQUAL
COLOR NUMBER: COLOR MATCH: RGB 200, 194, 187
COLOR NAME: TBD
FINISH: EGGSHELL
LOCATION: ACCENT PAINT REFER TO PLAN

MILLWORK

B-1

B-2

PT-2

CEILINGS

PT-3 MANUFACTURER: SHERWIN WILLIAMS OR EQUAL 
COLOR NUMBER: COLOR MATCH: RGB 88, 70, 80
COLOR NAME: TBD
FINISH: EGGSHELL
LOCATION: ACCENT PAINT REFER TO PLAN

MANUFACTURER: SHERWIN WILLIAMS OR EQUAL 
COLOR NUMBER: COLOR MATCH: 179, 165, 154
COLOR NAME: TBD
FINISH: EGGSHELL
NOTE: ACCENT PAINT REFER TO PLAN

CPT-2

ACT-1

MANUFACTURER: JOHNSONITE
STYLE: 4" COVE BASE
COLOR NAME: 50 WHITE W
NOTE: TYPICAL U.N.O.

STYLE: 1-1/4" X 1/2" SURFACE APPLIED 
WOOD BASE

COLOR NAME: PAINT TO MATCH WALL
NOTE: ON PARTITIONS IN BUSINESS CLUB

AND RECEPTION AREA, AND 
CONFERENCE ROOM

MANUFACTURER: INTERFACE 
STYLE: ON LINE
COLOR: 7335-006-000 PEWTER
SIZE: 25CM X 1CM
INSTALLATION: ASHLAR
LOCATION: CONFERENCE
CONTACT: KYLE REYNOLDS

608.863.3692
kyle.reynolds@interface.com

FLOOR

LIN-1 MANUFACTURER: FORBO FLOORING SYSTEMS
STYLE: MARMOLEUM SOLID
COLOR: MARMOLEUM WALTON
SIZE: ROLLED GOODS
INSTALLATION: NON-DIRECTIONAL 
LOCATION: REFER PLAN

BASE

WALL

PT-4 MANUFACTURER: SHERWIN WILLIAMS OR EQUAL 
COLOR NUMBER: COLOR MATCH: RGB 183, 169, 163
COLOR NAME: TBD
FINISH: EGGSHELL
NOTE: ACCENT PAINT REFER TO PLAN

PT-5 MANUFACTURER: SHERWIN WILLIAMS 
COLOR NUMBER: COLOR MATCH: RGB 150, 151, 128
COLOR NAME: TBD
FINISH: EGGSHELL
LOCATION: ACCENT PAINT REFER TO PLAN

***NOTE: ALL MILLWORK BY OTHERS. COORDINATE WITH IDx ON ALL MEASUREMENTS AND DETAILS. ***

ABBREVIATIONS

MANUFACTURER: ARMSTRONG
STYLE: OPTIMA TEGULAR WITH 9/16" SUPRAFINE 

SUSPENSION SYSTEM
PRODUCT #: 3251
COLOR/FINISH: WHITE TILE, WHITE GRID
SIZE: 24" X 24"
NOTE: PROVIDE ARMSTRONG AXION TRIM 4" H, WHITE AT 

PERIMETER CONDITIONS AS INIDCATED ON RCP

MISC.

GL-1 MANUFACTURER: TBD
PRODUCT: MIRROR
COLOR NAME: TBD
LOCATION: REFER TO ELEVATION 3/A-7.0
NOTE: FULL HEIGHT BACKSPLASH

FABRIC

FAB-1 MANUFACTURER: ULTRA FABRICS
PRODUCT: ULTRA LEATHER ORIGINAL
COLOR: CHIANTI 291-1312
LOCATION: BOOTH SEATS
NOTE: COORDINATE WITH IDx

FAB-2 MANUFACTURER: KVADRAT
STYLE: SUNNIVA 2
COLOR: 0352
LOCATION: BOOTH BACK AND SIDE PANELS
NOTE: COORDINATE WITH IDx

FINISH LEGEND

PT-6 MANUFACTURER: SHERWIN WILLIAMS 
COLOR NUMBER: COLOR MATCH: RGB 243, 239, 277
COLOR NAME: TBD
FINISH: EGGSHELL
NOTE: THROUGHOUT U.N.O

***NOTE: PROVIDE ALL PAINT DRAWDOWNS FOR APPROVAL PRIOR TO APPLICATION. ***

WT-1 MANUFACTURER: SWF
PRODUCT: MANUAL ROLLER SHADES
COLOR NAME: TBD
LOCATION: THROUGHOUT U.N.O
NOTE: 5% OPENESS

LVT-1 MANUFACTURER: INTERFACE 
STYLE: LEVEL SET - TEXTURE STONES
COLOR: A00303 WARM POLISHED CEMENT
SIZE: 50CM X 50CM
INSTALLATION: NON-DIRECTIONAL
LOCATION: REFER TO PLANS
CONTACT: KYLE REYNOLDS

608.863.3692
kyle.reynolds@interface.com

LVT-2 MANUFACTURER: MOHAWK 
STYLE: SPACES LVT TAC
COLOR: SLVT1
SIZE: 13 INCH X 26 INCH
INSTALLATION: NON-DIRECTIONAL
LOCATION: OFFICE CORRIDORS
CONTACT: APRIL YOUNG

706.879.6577
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I CERTIFY THAT THIS PLAN, SPECIFICATION 

OR REPORT WAS PREPARED BY ME OR 

UNDER MY DIRECT SUPERVISION, AND THAT 

I AM A DULY LICENSED ARCHITECT UNDER 

THE LAWS OF THE STATE OF TEXAS.

GARY L. GRIFFITH
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3/32" = 1'-0"
1

01 FINISH PLAN

NO. DESCRIPTION

401 PROVIDE CARPET INSET AT EXISTING CONCRETE FLOOR PROVIDED BY OTHERS. GC TO ENSURE FLOOR IS LEVEL
AT TRANSITION BETWEEN CARPET AND LVT. COORDINATE SIZE AND DEPTH OF INSET WITH TENANT.

402 GC PROVIDED AND INSTALLED CURTAIN. "KVADRAT" SERIES: HERO, COLOR: 0231

403 GC PROVIDED AND INSTALLED CURTAIN. "KVADRAT", SERIES: HERO, COLOR: 0481

404 GC PROVIDED AND INSTALLED CURTAIN. "KVADRAT", SERIES: HERO, COLOR: 0381

405 IDX PROVIDED COMMUNITY TABLE WITH TOP: FORBO DESKTOP PEWTER 4155 FINISH AND BASE: OAK.

TRUE 
NORTH

PLAN 
NORTH
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1/4" = 1'-0"
1

ENLARGED PARTITION - RECEPTION & CAFE

3/16" = 1'-0"
3

01 RCP - ENLARGED RCP

1/4" = 1'-0"
2

ENLARGED POWER SIGNAL - RECEPTION & CAFE SERVERY

IA PARTITION SCHEDULE

TYPE
FIRE

RATING UL # DESCRIPTION SSMA #
STUD

SPACING (IN)
MAX

DEFLECTION MAX HT THICKNESS

B03 NR NR NON-RATED 3 5/8" METAL STUDS, FULL HEIGHT [SLAB-TO-SLAB] WITH ONE
LAYER 5/8" GYPBOARD EACH SIDE.

362S125-33 16 L/240 17' - 5" 4 7/8"

D03 NR NR 3 5/8" METAL STUDS WITH ONE LAYER 5/8" GYPBOARD EACH SIDE
(PARTITION TERMINATES AT UNDERSIDE OF CEILING).

362S125-33 16 L/240 17' - 5" 4 7/8"

F01 NR NR 7/8" METAL FURRING HAT CHANNELS WITH ONE LAYER 5/8" GYPBOARD ON
EXTERIOR.

087F125-33 16 L/240 1 1/2"

F06 NR NR 2 1/2" METAL STUD FURRING  WITH ONE LAYER 5/8" GYPBOARD ON EXTERIOR
(1/2" AIR SPACE BETWEEN STUD AND WALL).

250S125-33 16 L/240 12' - 0" 3 5/8"

F08 NR NR 3 5/8" METAL STUD FURRING  WITH ONE LAYER 5/8" GYPBOARD ON EXTERIOR
(1/2" AIR SPACE BETWEEN STUD AND WALL).

362S125-33 16 L/240 16' - 0" 4 3/4"

.

MARK DESCRIPTION MANUFACTURER MODEL FU
R

N
IS

H
ED

IN
S

TA
LL

ED

N
IC COMMENTS

E1 UNDERCOUNTER REFRIGERATOR WITH CASTER KIT TRUE MANUFACTURING TUC-27-HC IDX GC PROVIDE NEMA 5-15P

E2 OPEN AIR COOLER DISPLAY TURBO AIR REFRIGERATOR MANUFACTURER TOM-30SW-N, COLOR: WHITE IDX GC WITH TOP DISPLAY: "TURBO AIR," TOMD-30-H, COLOR: WHITE
PROVIDE NEMA 5-15P

E3 COOLER DRAFT TRUE MANUFACTURING TDD-1-S-HC IDX GC QUANTITY:2 PROVIDE NEMA 5-15P

E4 ICE MAKER MANITOWOC/ARCTIC PURE UNF-0200A W/ AR-10000 WATER FILTER IDX GC PROVIDE WATERLINE AND WATER FILTRATION SYSTEM

E5 WARMING OVEN TURBO CHEF SOTA OVEN, SINGLE MAG IDX GC STORE AT CAFE STORAGE - PROVIDE NEMA 6-20P

E6 REGISTER - - ■ REMOVED FROM SCOPE - POWER TO REMAIN

E7 POUR STEADY WITH MARCO BOILER - - ■ REMOVED FROM SCOPE - POWER TO REMAIN

E8 BLENDER - - IDX GC

E9 UNDERCOUNTER FREEZER TRUE MANUFACTURING TUC-27F-HC IDX GC PROVIDE NEMA 5-15P

E10 DOUBLE DOOR REFRIGERATOR ARCTIC AIR AR 49 IDX GC PROVIDE NEMA 5-15P

E11 ESPRESSO GRINDER - - ■ REMOVED FROM SCOPE - POWER TO REMAIN

E12 MINI ESPRESSO GRINDER - - ■ REMOVED FROM SCOPE - POWER TO REMAIN

E13 BULK GRINDER- not used - - ■ REMOVED FROM SCOPE - POWER TO REMAIN

E14 TWIN COFFEE BREWER - - ■ REMOVED FROM SCOPE - POWER/PLUMBING TO REMAIN

E15 PITCHER RINSER ESPRESSO PARTS #EPPR662 IDX GC

E16 SINGLE DOOR FREEZER ARCTIC AIR AF 23 IDX GC

E17 UNDERCOUNTER DISHWASHER HOBART LXeR ADVANCESYS HOT IDX GC WITH POWER CORD

E18 MICROWAVE GE PROFILE GPEB9159SJSS IDX GC

E19 RINSE/WORK SINK W/FAUCET ADVANCE TABCO DBS-1-X IDX GC

E20 KITCHEN SINK & FAUCET ELKAY MANUFACTURING/AMERICAN
STANDARD

ELUHAD211555/4101.350 IDX GC

E21 WALL MOUNTED AUTOMATIC FOAM SOAP DISPENSER BOBRICK WASHROOM EQUIPMENT B-2013 IDX GC/IDX QUANTITY: 2, IDX INSTALLS AT CAFE, GC TO STORE AT CAFE
STORAGE

E22 RECESSED PAPER TOWEL DISPENSER BOBRICK WASHROOM EQUIPMENT B-359033 IDX GC/IDX QUANTITY:2 IDX INSTALLS AT CAFE, GC TO STORE AT CAFE
STORAGE. W "BOBRICK" MODEL: B-369-130 TOWEL PLATE

E23 UNDERCOUNTER DISHWASHER GE PROFILE GGDT225SSLSS IDX GC

E24 ICE MAKER HOSHIZAKI/EVERPURE AM-50BAE-AD/EV932460 IDX GC PROVIDE WATERLINE AND WATER FILTRATION SYSTEM

E25 METAL SHELVING RACK METAL SHELVING RACK - SPACES GC COORDINATE WITH CLIENT IN FIELD ON ASSEMBLE AND LOCATION;
LOCATION DETERMINED DURING PUNCH WALK

E26 KEY BOX - - SPACES GC EY BOXES PER PROVIDED INSTRUCTIONS PER NCO SET UP

E27 WePresent - WePresent 2000 COORDINATE WITH CLIENT AV VENDOR ON REQUIREMENTS

E28 TRASH CAN RUBBERMAID SLIM JIM 3540 GC GC

E29 SINGLE REFRIGERATOR GE GGSS25GSHSS IDX GC

E30 AUTOMATIC COFFEE BREWING SYSTEM KEURIG VKI ECCELENZA COFFEE VENDOR COFFEE VENDOR GC TO PROVIDE WATERLINE

E31 KNOCK BOX ESPRESSO PARTS #EPKB665B IDX GC

LIGHTING FIXTURE SCHEDULE

TYPE
MARK DESCRIPTION

MOUNTING HT
A.F.F (U.N.O) MANUFACTURER MODEL NOTES

A RECESSED LED 2X2 9'-0" LITHONIA LIGHTING 2BLT2-2X2 BLT-X-33L-ADPT-X-EZ1-LP835-NLTAIR2-RES7

B GENERAL PENDANT MOUNT LED 10'-0" SOLAIS XC5/XM24/40/35K/1850/SDL/WH/CB20

C LIGHTING TRACK WITH 15/16" X 5/8" ALUMINUM HOUSING 10'-0" SOLAIS / JUNO XD24/40/35K/1600/WH/H/J (HEAD) / T XFT WH WITH T21 WH (TRACK)

D RECESSED LINEAR REF. RCP FINELITE HP-4 R-4'-H-835-F-277V-SC-SF

F LINEAR PENDANT 7'-0" LIGHTART CASPER BEAM, 4"W X 4"H X 72"L, 3500K, WHITE CANOPY, DRESS PLATE & CORD

G DECORATIVE PENDANT 7'-0" FONTANA ARTE CHESHIRE UL4257N - OPAL SHADE, BLACK UPPER DIFFUSER, CANOPY AND STEM

H DECORATIVE PENDANT 7'-0" ARTEK A110 HAND GRENADE--BLACK PAINTED STEEL W/BLACK PLASTIC CABLE

J SURFACE-MOUNTED WALL SCONCE 4'-6" MARSET LED-GINGER A - HARDWIRE VERSION, WENGE

K RECESSED LED ROUND DOWNLIGHT REF. RCP JUNO TC22LED G4 14LM 35K 90CRI MVOLT EZ10 ZT BR WITH 27 HZWH

L RECESSED COVE FIXTURE REF. RCP OPTIC ARTS FLEX DC-IP40-35-24-44-[LENGTH], MTG. CHANNEL: CHW-S-2010 W/ FROSTED LENS

M ILLUMINATED EXIT SIGN 9'-0" EXITRONIX NY900U-WB-SR-WH-BA

N SUSPENDED LED LINEAR FIXTURE DECK FINELITE XX DENOTES LENGTH, REFER TO PLAN

O RECESSED LED ROUND DOWNLIGHT REF. RCP INTENSE LIGHTING SS4G3DRL2358/I100/IC430HZ-SF2

NOTE: COORDINATE EQUIPMENT WITH TENANT'S PREFERRED VENDOR

NO. DESCRIPTION

101 MILLWORK BY IDX. REFER TO ELEVATION. COORDINATE WITH IDX. PROVIDE BLOCKING AS REQUIRED.

105 IDX MILLWORK - RECEPTION 189 INCH

106 IDX MILLWORK - PREP ROOM W/UPPERS 84 INCH

107 IDX MILLWORK - DOCUMENT STATION 120 INCH. PROVIDE BLOCKING AS REQUIRED. PROVIDE 3/4" STRIPS OF PLYWOOD 30"
LONG TO INFILL STUDS.

118 BACK OF MILLWORK TO BE SKINNED WITH 3/4" PLYWOOD.

201 COORDINATE ALL CASEWORK POWER LOCATIONS WITH IDX PRIOR TO INSTALL.

209 GC TO WIRE ELECTRICAL AT IDX PROVIDED J-BOX WITHIN IDX PROVIDED MILLWORK.

301 FIXTURE IS SURFACE MOUNTED TO MILLWORK CEILING OF BANQUETTE.

302 PAINT EXPOSED DECK AND HVAC THROUGHOUT TO MATCH P-1.

303 FIXTURE IS SURFACE MOUNTED TO FACE OF MILLWORK.

304 PROVIDE ACCESS PANEL AT CEILING AS REQUIRED.

306 GENERAL LIGHTING TO BE TIED TO BUILDING MASTER SWITCHING.

309 PROVIDE POWER AND DATA FOR SECURITY CAMERA. "MERAKI" MODEL: MV12W-HW. CABLING CONTRACTOR TO PROVIDE LOW
VOLTAGE CABLING CAMERA. CONFIRM EXACT PLACEMENT WITH TENANT'S SECURITY VENDOR.

310 PROVIDE POWER FOR WALL MOUNTED SPEAKER. "SONOS", MODEL: PLAY:5 - GENERATION 2. INSTALL PER MANUFACTURER'S
INSTRUCTIONS. PROVIDE BLOCKING AS REQUIRED.

KEYNOTES

“IA have placed speakers per Regus’ request but as this scope is not IA expertise we cannot be held responsible if the speakers 

do not perform as intended or desired. IA recommends Regus engage an Audio Video specialist to ensure proper placement, 

installation, and coverage.”
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5 5 RFI #8 RESPONSE 02.04.19
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3/16" = 1'-0"
1

ENLARGED PLAN AT QUIET ROOMS 1147 AND 1148

NO. DESCRIPTION

101 MILLWORK BY IDX. REFER TO ELEVATION. COORDINATE WITH IDX. PROVIDE
BLOCKING AS REQUIRED.

110 ALIGN PARTITION WITH EXISTING CONDITION.

112 FACE OF MILLWORK TO ALIGN WITH FACE OF DRYWALL SOFFIT. GC TO ALLOW
FOR 1-1/2" CLADDING MATERIAL AT DRYWAL.

119 IDX MILLWORK - COMMUNITY TABLE 7 PERSON

123 PROVIDE BLOCKING FOR WALL MOUNTED SPEAKER. REFER TO RCP.
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**REFERENCE RECEPTION 189 INCH ** MODIFIED CAFE 263 INCH
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HOLD
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IDX TENANT WALL TYPE 
2, TYP

**MODIIFED REAR WALL RECEPTION NICHE
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GC PROVIDED DRYWALL 
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PROVIDED BY IDX
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'-0

"

E9

E30
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HOLD

6'-3" 1'-3"

CLEAR

3'-0" 2'-7"

(7) EQ SPACES

10'-10" IDX MODIFIED MILLWORK 11" 4'-8" 2'-10"

EXISTING EXPOSED 
COLUMN, PAINT TO 
MATCH ADJACENT 
WALL

IDX PROVIDED 
MARKERBOARD

POCKET DOOR
REFER TO DOOR 
SCHEDULE

**MODIFIED 3.5.4.5 MOD SPACE DIVIDER
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**BOOTH TYPE 1 - 76 INCH 
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BOOTH SEAT AND
SEAT BACK, FAB-1
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3/8" = 1'-0"
1

FRONT SIDE OF RECEPTIONA & CAFE MILLWORK

3/8" = 1'-0"
2

INSIDE FACE OF RECEPTION & CAFE MILLWORK

3/8" = 1'-0"
3

REAR MILLWORK AT RECEPTION & CAFE

3/8" = 1'-0"
4

WEST MILLWORK AT COMMUNITY ROOM 1147
3/8" = 1'-0"

5
EAST MILLWORK AT COMMUNITY ROOM 1147

3/8" = 1'-0"
6

NORTH MILLWORK AT COMMUNITY ROOM 1147

3/8" = 1'-0"
8

NORTH MILLWORK AT COMMUNITY ROOM 1148

3/8" = 1'-0"
7

MILLWORK AT GAMING AREA 1146

3/8" = 1'-0"
9

MILLWORK AT BOOTH SEATING

NOTE: Coordinate all millwork hold dimensions with IDX. 
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(1) LAYER 5/8" GWB EACH SIDE
TYPE B01: 2 1/2" X 20 GA. STUDS AT 16" O.C.

INFILL DECK FLUTES (WHERE
OCCURS)

UNDERSIDE OF DECK

CONTINUOUS SEALANT EACH SIDE

20 GA. DEFLECTION RUNNER WITH 
SLOTTED LEGS

FRICTION FIT STUD TO RUNNER 
TRACK. SECURE WITH (2) #10 X 1" 
R-ST SCREWS

CEILING (WHERE OCCURS)

METAL RUNNER FASTEN TO SLAB WITH
POWDER-ACTUATED FASTENER 1/8"Ø
WITH 3/4" MIN. PENETRATION AT 16" O.C.

CONTINUOUS SEALANT EACH SIDE

BASE

FLOOR FINISH

INSULATION (WHERE INDICATED)

CONCRETE SLAB

BRACING TO STRUCTURE ABOVE AS NEEDED

1/4" DOUBLE-STICK FOAM TAPE 
WITH BLACK SEALANT

5/8" GWB OVER METAL STUDS 
WITH J-BEADS AT GWB EDGE (DO 
NOT SCREW STUD TO MULLION)

(2) STUDS BETWEEN WINDOW 
SILL AND HEAD

INSULATION (WHERE OCCURS)

FULL-HEIGHT STUD

EDGE OF WINDOW SILL

FACE OF WALL BELOW SILL

CENTER PARTITION ON WINDOW 
MULLION

7 mm
1/4"

CL

5/8" GWB ON FULL-HEIGHT 2 1/2" X 20 
GA. METAL STUDS AT CORNERS AND 
MID-SPAN (EXTEND GWB 6" ABOVE 
CEILING)

STRUCTURAL STEEL COLUMN

CLEAR BASE PLATE (WHERE OCCURS)

CONTINUOUS METAL CORNER BEAD 
TAPE AND MUD SMOOTH

762 mm

2'-6"

76
2 

m
m

2'
-6

"

WHERE PARTITION OCCURS, NO 
CORNER BEAD AT SURROUND. TAPE 
AND MUD INTO COLUMN SURROUND

+
/-

 1
'-1

1 
1/

2"
 C

LE
A

R

+/- 1'-11 1/2" CLEAR

PACK INSULATION BETWEEN
BOXES

BOX SUPPORT METAL STUD

NON-COMBUSTIBLE SEALANT

ELECTRICAL OUTLET

4" MIN.

4" MIN.

(1) LAYER 5/8" GWB
TYPE F01: 7/8" X 20 GA. HORIZONTAL HAT 
CHANNELS AT 16" O.C.

LINE OF SCHEDULED CEILING 
SYSTEM

HORIZONTAL CHANNEL AT FLOOR

FINISHED FLOOR OVER CONCRETE SLAB

UNDERSIDE OF STRUCTURE

HORIZONTAL HAT CHANNEL BLOCKING AT 
4'-0" O.C. MAXIMUM

HORIZONTAL HAT CHANNEL BLOCKING AT 
CEILING PERIMETER EDGE ANGLE

CONTINUOUS SEALANT AT PARTITIONS 
WITH INSULATION

BASE

INSULATION (WHERE INDICATED)

FACE OF WALL (EXISTING OR NEW)

PLAN SECTION

PLAN SECTION

ISOMETRIC

TYPICAL PARTITION BACKING FOR OBJECTS 
UNDER 25 LBS. PER LINEAL FOOT

TYPICAL PARTITION BACKING FOR WALL-MOUNTED 
OBJECTS WITH MAXIMUM VERTICAL LOAD OF 100 
LBS. PER LINEAL FOOT OR 250 LBS POINT LOAD

NOTE:
1. COORDINATE BACKING PLATE LOCATION WITH ACESSORY MANUFACTURER'S MOUNTING INSTRUCTIONS.
2. SEE STRUCTURAL DRAWINGS FOR PARTITION BLOCKING AND/OR FRAMING FOR HEAVIER LOADS.
3. PROVIDE PARTITION BACKING AT ITEMS SUCH AS SHELVING, MILLWORK, WALL-MOUNTED RESTROOM FIXTURES, HANDRAILS, 
BRAG BARS, SIGNAGE, TOILET ACCESSORIES, ETC. AS REQUIRED FOR PROPER ATTACHMENT AND AS REQUIRED BY THE G.C.

PARTITION

16 GA. X 4" WIDE SHEET 
METAL. SECURE TO VERTICAL 
FRAMING WITH (2) #10 
SCREWS PER STUD

WALL-MOUNTED UNIT

CONTINUOUS CLEAT AT 
WALL-MOUNTED UNITS 
(ALIGN WITH CENTER OF 
BACKING PLATE)

6" X 16 GA. UN-PUNCHED SHEET METAL TRACK. 
NOTCH LEGS AT VERTICAL FRAMING MEMBERS 
AND ATTACH WITH (3) #10 SCREWS AT EACH 
STUD (TWO STUDS MINIMUM) EXTEND MINIMUM 
6" BEYOND POINTS OF CONNECTION

MINIMUM (2) 16 GA. METAL 
STUDS PER BACKING PLATE

WALL-MOUNTED UNIT

PARTITION

CONTINUOUS CLEAT AT WALL-
MOUNTED UNITS (ALIGN WITH 
CENTER OF BACKING PLATE)

6" X 16 GA. UN-PUNCHED SHEET 
METAL TRACK. NOTCH LEGS AT 
VERTICAL FRAMING MEMBERS AND 
ATTACH WITH (3) #10 SCREWS AT 
EACH STUD (TWO STUDS 
MINIMUM) EXTEND MINIMUM 6" 
BEYOND POINTS OF CONNECTION

MIN. (2) 16 GA. STUDS PER 
BACKING PLATE

PROVIDE ADDITIONAL SHEET 
METAL BACKING AT UPPER 
CABINETS, SHELVES, ETC. AS 
REQUIRED

10
2 

m
m

4"
15

2 
m

m

6"

(1) LAYER 5/8" GWB EACH SIDE
TYPE D01: 2 1/2" X 20 GA. STUDS AT 16" O.C.
TYPE D02: 2 1/2" X 20 GA. STUDS AT 24" O.C.
TYPE D03: 3 5/8" X 20 GA. STUDS AT 16" O.C.
TYPE D04: 3 5/8" X 20 GA. STUDS AT 24" O.C.
TYPE D05: 6" X 20 GA. STUDS AT 16" O.C.
TYPE D06: 6" X 20 GA. STUDS AT 24" O.C.

UNDERSIDE OF DECK

SUSPENDED CEILING SYSTEM

METAL RUNNER FASTEN TO SLAB WITH
POWDER-ACTUATED FASTENER 1/8"Ø
WITH 3/4" MIN. PENETRATION AT 16" O.C.

CONTINUOUS SEALANT EACH SIDE AT
PARTITIONS WITH SOUND INSULATION

BASE

FLOOR FINISH

INSULATION (WHERE INDICATED)

2" X 2" X 14 GA. ANGLE WITH (4)
0.139 X 1 1/2" POWDER-ACTUATED
FASTENERS IN UNDERSIDE OF DECK

2 1/2" X 20 GA. DIAGONAL STUD 
BRACE AT 4'-0" O.C. IN 
ALTERNATING DIRECTIONS

3/4" X 2" SOLID BLOCK SPACER BTWN TEES

13
 m

m

1/
2"

20 GA. STUD RUNNER CHANNEL (BLACK)

J-BEAD AT 
GWB EDGE

4
5
.0

0
°

CONCRETE SLAB
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PARTITION DETAILS

3" = 1'-0"
01

TYPE B01 (FULL-HEIGHT, NON-RATED)

6" = 1'-0"
02

PARTITION AT WINDOW MULLION

1 1/2" = 1'-0"
03

INTERIOR COLUMN FURRING

3" = 1'-0"
04

BACK-TO-BACK OUTLETS

3" = 1'-0"
05

TYPE F01 (FURRING CHANNELS)

3" = 1'-0"
06

PARTITION BACKING PLATE
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3" = 1'-0"
07

TYPE D01-D06 (CEILING HEIGHT)
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#8 VERT. & #12 DIAGONAL SUSPENSION
WIRES (SEE TYPICAL SUSPENDED CEILING 
BRACING DETAILS)

5/8" GWB OVER 2 1/2" X 20 GA. METAL
STUD FRAMING AT 16" O.C.

2 1/2" X 20 GA. STUD RUNNER AT 
UNDERSIDE OF DECK

PROVIDE CORNER BEAD AT 
GWB EDGE

SUSPENDED GWB CEILING:
5/8" GWB OVER 7/8" X 20 GA. HAT CHANNELS 
AT 2'-0" O.C. OVER 1 1/2" COLD-ROLLED STEEL 
CHANNELS AT 4'-0" O.C.

SUSPENDED GWB CEILING OPTION:
5/8" GWB OVER 15/16" HEAVY-DUTY 
SUSPENDED T-BAR GRID AT 2'-0" O.C. WITH 
"ARMSTRONG" GYPBOARD ATTACHMENT 
CLIPS #DWACS OR SIMILAR

2 1/2" X 20 GA. 45º DIAGONAL STUD BRACING 
AT 4'-0" O.C. IN ALTERNATING DIRECTIONS TO 
STRUCTURE ABOVE

UNDERSIDE OF STRUCTURE

13
 m

m
1/

2"

J-BEAD AT GWB EDGE

FASCIA TO DECK

2 1/2" X 20 GA. VERTICAL STUDS AT 16" O.C. 
WITH DIAGONAL STUD BRACING AT 4'-0" O.C. 
TO STRUCTURE ABOVE

LIGHT FIXTURE AS 
SPECIFIED

CEILING SOFFIT: 5/8" GWB OVER 
2 1/2" X 20 GA. METAL STUDS 
AT 16" O.C. WITH CORNER BEAD 
AT LEADING EDGE

SEE RCP
FASCIA TO DECK
PAINT TO MATCH 
ADJACENT CEILING

CONCRETE ANCHOR WITH 
LOCKWASHER AND NUT 3/8" LIE BIG 
SAFETY BOLTS (TYPE LSNR LSH) 
W/MIN.  EMBEDMENT OF 1-3/4"

CLIP ANGLE 
432 LS CATALOG NO.16-59-SM 
(OR APPROVAL EQUAL)

1/4" DIA. CLG HANGER ROD 
GALVANIZED AT 4'-0" MAX. 
SPACING

1-1/2" BLACK IRON CARRYING (16 
GAUGE STEEL) CHANNELS AT 4'-0" 
MAX. SPACING

CAT. CLIP 482LS CATALOG NO. 
16-59-SM (OR APPROVED EQUAL)

EX
IS

T.
 S

LA
B

CONCRETE ANCHOR WITH 
LOCKWASHER AND NUT 3/8" LIE BIG 
SAFETY BOLTS (TYPE LSNR LSH) 
W/MIN.  EMBEDMENT OF 1-3/4".  
CONTRACTOR TO VERIFY EXISTING 
STRUCTURAL CONDITIONS.

CLIP ANGLE 
432 LS CATALOG NO.16-59-SM 
(OR APPROVAL EQUAL)

1/4" DIA. CLG HANGER ROD 
GALVANIZED AT 4'-0" MAX. 
SPACING

7/8" FURRING 16" O.C.

5/8" GYPSUM BOARD

EX
IS

T.
 S

LA
B

AXOM EDGE OR EQUAL

CONTINUOUS CORNER BEADS

2 1/2" X 20 GA. METAL STUD DIAGONAL
BRACE @ 4'-0" O.C. IN ALTERNATING
DIRECTIONS. ATTACH TO UNDERSIDE OF
STRUCTURE

(4) #10 TEK SCREWS 
(TYPICAL)

GWB OVER METAL STUD FRAMING

SCHEDULED FIXTURE

11
5 

m
m

4 
9/

16
"

157 mm

6 3/16"

(4) #10 TEK
SCREWS, TYP.

REFER TO RCP

FINISHED AS SCHEDULED

3/4"

7"
 H

T

WOOD VENEER TO MATCH IDX, 
RETURN PANEL

2 X 6

3/8" REVEAL PAINT BLACK. 48" O.C.
MITER JOINT

8'-0" TYP

AIR CRAFT CABLE

EYEBOLT WITH NUT AND 
WASHER ON EACH SIDE OF 
2X6 @ 48" O.C.
EYEBOLT TO ALTERNATE 
SIDES OF 2X6 FOR BALANCE

10'-0"

CURTAIN WALL SPANDREL PANEL WITH 
INSULATION

CURTAIN WALL GLAZING

CURTAIN WALL VERTICAL MULLION

HORIZONTAL CURTAIN WALL MULLION

2 1/2" X 20 GA. METAL STUDS AT 16" O.C. -
EXTEND TO UNDERSIDE OF DECK WHERE NO 
CEILING OCCURS - FLUSH WITH MULLION

#8 VERT. & #12 DIAGONAL SUSPENSION
WIRES (SEE TYPICAL SUSPENDED CEILING 
BRACING DETAILS)

3 5/8" X 20 GA. 45º DIAGONAL STUD BRACING 
AT 4'-0" O.C. IN ALTERNATING DIRECTIONS TO 
STRUCTURE ABOVE

SUSPENDED ACT CEILING SYSTEM WITH EDGE 
ANGLE. REFER TO REFLECTED CEILING PLAN FOR 
HEIGHT

1'-0"

6"

5/8" THICK GYPSUM BOARD OVER 3-5/8" X 20 GA 
METAL STUDS 16" O.C.

5/8" THICK GYPSUM BOARD OVER 3-5/8" X 20 GA 
METAL STUDS TO DECK AT 16" O.C.

R
EF

ER
EN

C
E 

R
C

P

FIXTURE AS SCHEDULE

3/8" REVEAL PAINT BLACK

3/4" PLYWOOD

WOOD VENEER TO MATCH IDX

2X6 LIP BEYOND

WASHER WITH I-BOLT ON 
EACH SIDE OF 2X6 @ 48" O.C.

10'-0"
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FLOOR AS SPECIFIED.

TYP - COORDINATE 
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